It is well known that the Low-Voltage DC (LVDC) distribution system is a promising topology as a future smart distribution system due to its high efficiency and reliability. However, there are still some challenges in the construction and implementation of an LVDC system. For practical application of the LVDC system, therefore, it is necessary to perform any simulation in advance by considering various conditions that can occur in an LVDC system. In order to provide a foundation for analyzing a DC system, this paper presents an LVDC distribution system model including essential components such as power electronic devices, Distributed Energy Resource (DER), and Energy Storage System (ESS), which can be considered for implementation in an LVDC system using Electro-Magnetic Transient Program (EMTP) software. Moreover, an analysis of the characteristic in both the steady state and the transient state is conducted in an LVDC distribution system.
Introduction
Recently, new DC power distribution systems have been researched and developed due to various advantages, such as higher efficiency and reliability, fewer conversion stages, and uninterrupted power delivery compared to conventional AC systems [1] [2] [3] . Furthermore, renewable resource systems, such as photovoltaic power generation, wind power generation, and electric vehicles are considered to be good alternatives in electric power systems. These distributed resources and electric vehicles generate and use DC voltage, so they must interface with DC distribution systems, which are more efficient than the existing AC distribution systems when dealing with DC-based sources and devices. Due to these advantages, it is expected that the installation of DC systems in housing complexes, buildings, etc. will increase. For this reason, the demand for applications of DC systems has increased [4, 5] .
In past years, many studies of DC networks have reviewed the detailed aspects of DC distribution systems. The development of the Low-Voltage DC (LVDC) network was started 2005 in Finland as a continuum to the development of 1kV intermediate LVDC distribution systems [6] . In [7] , the possibility of the adoption of DC sources in low-and medium-voltage networks was evaluated. It has been shown that if the losses in converters due to the conversion stage can be significantly reduced by applying an LVDC system, the total system losses will be decreased compared to those of the conventional AC network. The feasibility of an LVDC network for use in commercial facilities was studied in [8] . This study concludes that the most suitable DC voltage level is between 300 and 400 from both the technical and economical points of view, and that the implementation of an LVDC distribution system is more beneficial than an AC system. At Lappeenranta University, various studies have been performed in real test bed systems. The realistic concept of an LVDC distribution system, including the grounding method and fault analysis, is presented in [6] and [9] . LVDC network concepts with somewhat similar properties and some of the same objectives have been introduced in [8, 10, 11] .
Although there are detailed reviews and analyses considering various aspects of LVDC systems in the aforementioned studies, there are still some challenges, such as the simulation and implementation of DC systems because of a lack of object models and simulation skill. To provide a foundation for analyzing the diverse characteristics of LVDC network systems, this paper proposes an LVDC system that includes essential components such as power electronic devices, DER, and ESS, which can be considered when implementing LVDC distribution systems. Moreover, an analysis of the steady state and transient characteristics are conducted. In Section 2, the essential elements of the LVDC distribution system are modeled using the EMTP software. The modeled components are implemented using EMTP/MODELS, which is a symbolic language interpreter for EMTP. In Section 3, an analysis of the steady-state characteristics of an LVDC distribution system, such as load unbalance and the connection of a photovoltaic (PV) generation system as a DER, is presented. In Section 4, an analysis of the transient state in an LVDC distribution system, considering line faults and series arc faults, is presented. Finally, the conclusion derived from our study is discussed in Section 5. Figure 1 shows the concept of an LVDC distribution system. Unlike a conventional AC system, an LVDC system needs power electronic devices. In addition, the distributed generation, ESS, and various types of load are connected to the main DC system through the power electronic devices. In this section, therefore, the modeling of the power electronic device, distribution line, load, PV system, and ESS, which are essential elements of an LVDC distribution system, is conducted based on a system such as that in Figure 1 . 
Modeling of Components in LVDC Distribution System

Power Electronic Device Modeling
AC/DC Converter
An AC/DC Converter converts AC voltage and current to DC voltage and current, respectively. The basic circuit diagram of a three-phase AC/DC converter is shown in Figure 2 . In this study, the AC/DC converter is modeled using the Sinusoidal Pulse Width Modulation (SPWM) control scheme. In this converter, the three reference currents are obtained by multiplying the three-phase sinusoidal balanced voltage with a gain G, which represents the smoothed output of a Proportional-Integral (PI) controller used for obtaining a null steady-state error of the DC voltage [12] . To control the switches in the converter circuit, some parts of the EMTP/MODELS source code are shown in Figure 3a . The voltage controller generates the peak value of the reference current by comparing the output voltage and its reference value. Then, in reference current signal generating parts, the reference value of the input current is generated in phase with the input voltage. Finally, the current controller generates the control signal of the input current of each phase by comparing the input current and its reference value [13] . Figure 3b shows the input and output voltage of the AC/DC converter. From the result, we can see that the modeled AC/DC converter can properly convert AC voltage to DC voltage. Therefore, this converter model can be applied to LVDC system for the purpose of converting AC source into DC. 
DC/DC Converter
A DC/DC converter can increase or decrease the magnitude of a DC voltage. A DC/DC buck converter is used to generate a lower output voltage from a higher DC input voltage [14] . That is, a DC/DC buck converter can be used to step down the high voltage level of the main distribution line to the low voltage level required by the end customer. Figure 4 shows the basic circuit and the output voltage of the DC/DC buck converter modeled in this study using EMTP. As shown in Figure 4b , the modeled DC/DC buck converter is accurately operated to step down the higher input voltage to lower output voltage as designed.
A bi-directional DC/DC converter is also modeled and it can be used to interconnect the main power system and various renewable resources, such as a PV power generation or ESS. In this paper, a bi-directional DC/DC converter, for which the magnitude of the output voltage is controlled by a three-phase interleaved method, is modeled. In the interleaved method, a converter conducts a switching operation with a time difference according to the number of phases [15, 16] . This method is effective for reducing the ripple of the input current, as shown in Figure 5c . In order to model the bi-directional DC/DC converter based on the interleaved method, we use EMTP/MODELS to conduct total converter control including the time difference and mode change in boost and buck modes. In Figure 5c , a switching operation with a time difference is accurately conducted so that the ripple of input current is effectively reduced. Also, the output voltage is properly controlled through a modeled bi-directional DC/DC converter according to the mode change as shown in Figure 5d . From the verification of the performance of a modeled bi-directional DC/DC converter, we can conclude that a modeled bi-directional DC/DC converter can be used for interconnecting the LVDC system with renewable resources that generate DC voltage. 
DC/AC Inverter
The inverter converts the voltage or current from DC to AC with variable amplitudes and frequencies. Figure 6 shows a circuit of a single-phase full bridge inverter with two ideal input voltage sources and four switches. In this study, the SPWM control technique, which is one of the PWM methods, is applied to operate the switches shown in Figure 7a . In the SPWM method, the switches are operated by comparing the magnitude of the sinusoidal wave with that of the triangle wave [14, 17] . To control the output voltage, the SPWM method has two indexes: the amplitude modulation index (ma) and frequency modulation index (mf). The ma, which is the ratio of the peak of the sinusoidal wave to that of the triangle wave, controls the amplitude of the output voltage, and the mf, which is the ratio of the frequency of the triangle wave to that of the sinusoidal wave, can adjust the harmonics. Figure 7b shows the output voltage waveform of the SPWM inverter. In Figure 7b , the output voltage of the modeled inverter has peak value as about 311V and we can find that the conversion of voltage from DC to AC is properly conducted. Thus, the modeled inverter is worked as ideal AC source so that it can be used to supply the AC power to AC loads in LVDC distribution system. 
Distribution Line Modeling
In order to construct an LVDC distribution system, we consider which line models are acceptable for this system. Currently, there is no restriction on applying conventional lines to a DC system at low voltage levels according to research from the SFS (Finnish Standards Association) standard [18, 19] . The research of KETI (Korea Electronics Technology Institute) also concluded that there is no efficiency problem when applying conventional lines to a DC system [20] . In this paper, therefore, conventional line data in an AC system is used to model the line for a DC system. Figure 8 shows the concept of overhead distribution line when the conventional AC system is converted into DC system. As shown in Figure 8a , and the detailed parameters about modeled line are presented in Table 1 . Based on the Figure 8 and Table 1 , the overhead distribution line is modeled by using EMTP/LCC component. The physical data for modeling the line, such as the geographical position of the conductor and line parameters, can be input through LCC component. Figure 9a ,b shows the source voltage and distribution line voltage, respectively. Although the voltage drop is occurred due to line impedance, we can find that the conventional line of AC system can be normally applied to DC system. 
Overhead Distribution Line
Underground Cable
Based on the some reference which introduce the possibility about use of the current underground cable [18, 19] , Figure 10 describes the configuration of underground cable when converting the conventional AC system into DC system. As shown in Figure 10a ,b, the existing A-phase, B-phase, and C-phase can be replaced with (+) pole, neutral line, and (−) pole. The detailed parameters about modeled underground cable are presented in Table 2 . Based on the Figure 10 and Table 2 , the underground cable is modeled using LCC component in common with the overhead distribution line. The physical data and line parameters about the underground cable are input through LCC component. Figure 11 shows the source voltage and the modeled underground cable voltage, and we can see that the conventional underground cable can be normally used in DC systems. In the case of underground cable, the voltage drop is small compared with the overhead distribution line due to smaller conductor resistance of the underground cable. 
Load Modeling
In this part, the AC load and DC load with the power electronic converter are modeled [21, 22] . This paper models the AC load using a rectifier, DC/DC converter, and equivalent resistor. The rectifier and DC/DC converter model used in load modeling are already presented in Section 2.1. In the case of DC loads, the rectifier is removed because the DC loads are directly supplied from DC source. Thus, a DC/DC converter is only connected in front of the equivalent resistor.
Based on the Figure 12a , the AC load and DC load modeling are conducted using EMTP as shown in Figure 12b ,c, respectively. Some parameters for the load modeling and simulation are presented in Table 3 . In Table 4 , the diode rectifier and the buck converter have approximately 75% and 91% efficiency, respectively. The total efficiency, which is calculated by multiplying both efficiencies together, is 68.67%. For the case of a DC load, the efficiency must be calculated only for the buck converter. Thus, the efficiency of the buck converter is the total efficiency, 90.44%. In conclusion, the DC load has higher efficiency in an LVDC distribution system than an AC load because of the reduction of the power conversion stage. The results show that, if the system requires high efficiency by adopting an LVDC distribution system, the existing AC load should be replaced with a DC load. That is, the efficiency of an LVDC distribution system can be improved by applying a DC load. 
PV Generation System and ESS System Modeling
PV Generation System
In order to model a PV system, we need to consider the characteristics of a PV cell. Generally, the PV array consists of the various PV cell. Figure 13 shows the equivalent circuit of PV cell, and we consider the I-V characteristic of a practical PV array, which includes series and parallel resistance [23] . The I-V characteristic of a practical PV array is expresses as Equation (1). 
where I0: Saturation current; Vt: Thermal voltage. For determining the resistance connected to PV cell, Equations (2) and (3) can be used. Equation (2) is based on the fact that the series and parallel resistance value which warranties that maximum power of PV array model and maximum power of experimental data sheet are same is just one [24] . Thus, we firstly find the series and parallel resistance values that satisfy Equation (2), and then the calculation of I-V curve for series and parallel resistance must be conducted.
where Pmax,m: Maximum power of PV array; Pmax,e: Maximum power of experimental data sheet. Based on the above content, we use EMTP to model PV arrays by applying the I-V characteristic of a PV cell. The output current or voltage of PV arrays considering parameters such as irradiation and temperature can be numerically and iteratively calculated, and algorithm for Maximum Power Point Tracking (MPPT) is implemented using EMTP/MODELS [24] . Figure 14 shows the calculated I-V and P-V characteristic curves of the PV array. From the Figure 14 and Table 5 , we can find that the result of modeled PV array system is very similar to the experimental data sheet. Figure 15a shows the concept of interconnection between a PV generation system and an LVDC distribution system. In Figure 15a , the duty rate of a DC/DC converter is determined by the MPPT algorithm, which is implemented using EMTP/MODELS. Furthermore, Figure 15b shows the current flow measured on the load side when the PV generation system is interconnected with the main DC system at certain times. As shown in the presented simulation result, a PV generation system normally supplies the current to a main system by distributing the current at the interconnection time. Thus, we can conclude that the modeled PV system is operated accurately as designed. Also, we might analyze the various effects when the PV generation system is connected to the LVDC system by using the PV generation system modeled in this part. Figure 15 . (a) Interconnection between a PV system and an LVDC distribution system; and (b) distribution of current by interconnecting a PV system into a main system.
ESS System
Generally, the ESS is composed of a battery and a bi-directional DC/DC converter. According to the [25] , it is recommended to use Li-ion battery when the ESS is utilized with the purpose of improving power quality and power system reliability. Thus, this paper models the Li-ion battery and the some parameters about ESS are presented in Table 6 . In the case of bi-directional DC/DC converter, the model which is described in Section 2.1 is considered. The ESS model is composed of a Li-ion battery and a bi-directional DC/DC converter. The ESS system modeled in this study using EMTP is presented in Figure 16 . In Figure 16 , some parameters such as the State of Charge (SoC), battery open circuit voltage, and internal resistance are mathematically expressed in EMTP/MODELS [26] . Each part of the ESS model is summarized as follows: In Figure 16 , the path denoted by a yellow line indicates the charging path of the ESS battery. The path marked with a red line shows the discharging path of the ESS battery. Part ②, which manages the control of the ESS input and output, receives the real-time system load as an input and then controls the output of the ESS using EMTP/MODELS. Figure 17 shows the SoC curve and the output voltage of the ESS. The charging and discharging modes of ESS are properly controlled according to the SoC, so that we can conclude that the modeled ESS system has good performance and it can be operated accurately as designed. 
Analysis of Characteristics in Steady-State in an LVDC Distribution System
In this section, an analysis of the steady-state characteristics of an LVDC distribution system is presented. The test system for the simulation is composed of various components, which are modeled in Section 2. To study the steady-state characteristics, two case studies, which include load unbalance and interconnection of the PV generation system in an LVDC distribution system, are considered.
Analysis of Voltage and Load Unbalance in an LVDC Distribution System
According to the number of poles in an LVDC distribution system, a system is either unipolar or bipolar, as shown in Figure 18 [6] . Three-voltage levels, which are positive-to-ground, negative-to-ground, and pole-to-pole voltage, can be used in a bipolar system with three wires. Thus, on the load side, the DC/DC converter selects the source voltage from three-voltage levels. In addition, a short circuit occurring on one load side does not affect the other loads, so a bipolar system can achieve a high-quality power supply. However, a bipolar system has problems such as the unbalance phenomenon: Unbalanced current flows into the neutral line, which causes power loss on the neutral line. When the capacities of the load in two poles are different from each other, the system has an unbalanced load condition. Practically, because the use of electricity is constantly changing, it is impossible for a distribution system to maintain load balance. Unbalanced loads cause voltage unbalance in a distribution system. The customer load, which is mostly a single-pole load, can be changed continuously and, thus, incurs unintended voltage unbalance. Therefore, most distribution systems contain a certain level of voltage unbalance according to the system conditions. To express the severity of the load unbalance and voltage unbalance, load and voltage unbalance factors are generally used. Both factors are calculated by dividing the difference between the quantities at two poles by an average value. Figure  19a shows the trend of the load unbalance factor according to the ratio of the load capacity, which is the ratio of the load capacity at a pole when the other load capacity is assumed to be one. The large difference between the two load capacities causes the high unbalanced load state. In Korean distribution systems, the load unbalanced factor is limited to 40%. For a simple bipolar distribution system with 500 kW load, Figure 19b presents the power loss on a neutral line caused by an unbalanced current according to the load unbalance factor. The power loss is influenced by the square of the unbalanced current and the line resistance. Thus, the LVDC distribution system with an excessive load unbalance factor has a significant amount of power loss. Lastly, Figure 19c shows the voltage unbalance factor according to the load unbalance factor. As expected, the high load unbalance begets a severe voltage unbalance. In addition, the load farthest from the power source, N-5, has the highest voltage unbalance factor. Here, load N-1 is closest to the power source. 
Analysis of Reverse Power Flow by Interconnection of a PV System with an LVDC Distribution System
In a power system, the distributed energy resource, including a PV system, plays a major role in the supply of power to the main system. However, there is a critical problem for applying distributed generation into the main power system. When the volume of the distributed generation is increased, the reverse power flow from the distributed generation can cause problems, such as a voltage rise at the distribution line [27] . Therefore, analysis of the reverse power flow due to the interconnection of the distributed energy resource with an LVDC distribution system is very important.
Generally, the occurrence of reverse power flow is mainly affected by both the capacity and location of distributed generation. This section deals with the analysis of reverse power flow caused by the interconnection of a PV system in an LVDC distribution system. In this case study, the output power of a PV system is changed according to the penetration level of the PV system, which is connected to the main system. If the penetration level of the PV system increases, the output power of the PV system also increases. On the other hand, the power that is supplied from the main system to the load side can be reduced though the interconnection of the PV system. Figure 20 shows the power distribution between the main system and the PV system according to the penetration level of the PV system. The current flow according to penetration level of a PV system considering the location of the PV system is presented in Tables 7 and 8. Table 7 shows the simulation result for Case 1, in which the PV system is installed in the nearest location to the power source. Table 8 indicates the current flow according to penetration level of the PV system for Case 2, where the PV system is installed farthest from the power source.
In Tables 7 and 8 , the current flow is measured at various locations in the LVDC system. Generally, as the penetration level of the PV system increases, more current produced by the PV system can be supplied to the main LVDC system. For each measured current, IPV means the supplied current from the PV system to the main LVDC system. IA is the current measured at the nearest location to the power source. Additionally, IE is measured at the end of the load side. That is, the measuring point for IE is at the furthermost end of the power source. If the PV system is installed at the location closest to the power source, as in Case 1, the current flows are considerably stable in most parts of the power system. In Case 1, there is reverse power flow at measuring point IA, which is the nearest location to the power source when the penetration level of the PV system is only 50%. On the other hand, if the PV system is installed at the furthermost end of the power source, such as in Case 2, there are many reverse power flows at various measuring points regardless of the penetration level of the PV system. That is, the current flows are significantly unstable in many locations, and we expect that this phenomenon will affect the stability of the power system in terms of the system voltage. 
Analysis of Characteristics in the Transient State in an LVDC Distribution System
In this section, an analysis of the characteristics in the transient state of an LVDC distribution system is discussed. For studying the characteristics in the transient state, two case studies, which include a line fault and a series arc fault in an LVDC distribution system, are considered.
Analysis of a Series Arc Fault in an LVDC Distribution System
Generally, a series arc fault occurs when there is a discontinuity in the electrical path due to loosened connectors or terminals, but the current continues to flow [28, 29] . From the electrical point of view, a series arc is considered as an additional resistance, which is a series arc resistance, and it increases the equivalent circuit resistance, which means a decrease in the current flowing through the circuit. Figure 21 shows the equivalent series arc model based on the mathematical approximation model. As indicated in Figure 21 , the series arc can be represented as two components: an electromotive force pulse, egap, and a nonlinear resistor, Rgap. Mathematical expressions for each component in Figure 21 are presented in [30] . Figure 21 . Equivalent model of a series arc [30] . Notes: egap: electromotive force pulse; igap: current through gap; Rgap: series arc resistance.
Based on the mathematical model, we simulate the DC series arc fault. The model is implemented using EMTP/MODELS [31] , and the series arc fault is assumed to occur at the load end where a very low voltage is applied, because this kind of fault is uncommon at higher voltage levels. We divide the simulation cases according to the various fault types and event sequences as shown in Table 9 . Figure 22 shows the load current for all case studies. Each result shows a different characteristic according to the fault condition [31] . The series arc has a random characteristic, which is represented as a very "spiky" profile in the current waveform. The "spiky" profile represents a repetitive extinction and re-ignition of the arc. For all of the simulation cases, the fluctuant "spiky" profile was produced at the fault inception time regardless of the fault type or the occurrence of successive events. These faults prevent circuit breakers from responding in a timely fashion to such a low fault current due to a series arc fault. Therefore, it might be necessary to detect the series fault in order to protect the circuits.
Analysis of a Line Fault in an LVDC Distribution System
Generally, there are two types of line faults in an LVDC distribution system: (1) Pole to Ground (PTG) faults and (2) Pole to Pole (PTP) faults. A PTG fault occurs when either the positive or negative pole is short-circuited to the ground. A PTP fault occurs when a path between the positive and negative poles is created, short-circuiting them together [32] . If any type of fault happens, the fault path is formed according to the type of fault, as shown in Figure 23 . In a faulted circuit, the fault current if can be defined as in Equation (4). From Equation (4), we can see that the magnitude of the fault current is determined according to the variation of the equivalent resistance in the faulted circuit. The time constant (Req/L), which refers to the decay time of the transient element, is also affected by the equivalent resistance. In Figure 23 , the pre-fault equivalent resistance can be expressed as the sum of the line resistance and the load resistance. However, the post-fault equivalent resistance is changed as shown in Equation (5) after a fault due to the parallel connection of the fault resistance. Equation (5) can be changed to Equation (6) , and the equivalent resistance is proportional to the fault resistance (Rf) in Equation (6) . Therefore, the fault current and time constant decrease when a fault occurs. 
Figure 24 a,b shows the fault current and time constant according to the fault resistance in the cases of PTG and PTP faults, respectively. The simulation results show that the magnitude of the fault current significantly decreases when the fault resistance increases. Additionally, it might be possible to apply the conventional relay scheme, which uses an over-current element for protecting the LVDC distribution system when the fault occurs with low resistance. However, there is a problem in applying the conventional relay scheme for a fault with high resistance because the variation of the fault current is extremely small and fast. Therefore, a new protective relaying system that uses another element instead of an over-current element must be developed in order to protect the LVDC distribution system in the case of a high-resistance fault. 
Conclusions
In this paper, the modeling and analysis of an LVDC distribution system are conducted. For the modeling of an LVDC distribution system, the various essential components, such as power electronic devices, DERs, and ESSs that should be considered when implementing an LVDC distribution system, are modeled using EMTP. The modeled components are implemented using EMTP/MODELS, which is a symbolic language interpreter for EMTP. Based on the modeled LVDC distribution system, the steady-state simulation, such as the load unbalance and the connection of the PV generation system as a DER, is performed, and the analysis of the characteristics in those states is performed. Furthermore, the simulation and analysis of the transient state in the LVDC distribution system considering line faults and series arc faults are also presented. By applying the LVDC model presented in this paper, we can expect more realistic and effective analysis results for more various steady states and transient states as well as load unbalance, connection of PV, series arc faults, and line faults, which are also considered in this study.
